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F1

DISCONNECT CIRCUIT SERVING  EXISTING
BOAT RAMP ATTENDANT BOOTH LIGHTING
AND PROTECT FOR REUSE. RECONNECT
TO RELOCATED BOOTH.

F1

SPARE TWO
4" UG CONDUITS.

NOTE: SEE E2.01 FOR ADDITIONAL
INFORMATION REGARDING MARINE
WASTE PUMPOUT STATION.

F3

F3

F3

F3

F3

F3

F3

F3

INSTALL SALVAGED TYPE E3 FIXTURE ON
NEW BASE AT FORMER POLE LOCATION.
S671.5903

INSTALL SALVAGED TYPE E3 FIXTURE ON
NEW BASE AT FORMER POLE LOCATION.
S671.5903

N. RIVER STREET

F3

F3

ENCASE

ENCASE

F3

ENCASE

ENCASE

F3

F3

F3

F3ENCASE

F3

DETAIL ON
ME/5.07 #2

FEEDER SCHEDULE

DESIGNATION
CONDUCTORS CONDUIT REMARKS

PHASE NEUTRAL GROUND QTY SIZE BOLLARD LTG CIRUITS

1 #10 1 #10 1 #10 1 1" SITE LGT MAIN FEED

3 #6 1 #6 1 #8 1 2" SITE LGT CKT

1 #6 1 #6 1 #8 1 2"

12-500MCM 4-500MCM 1 - 4/0 4 4" SEE E2.01 FOR ADDITIONAL INFORMATION.

N/A N/A N/A 12 3"
PROVIDE 4 CONDUIT WIDE BY 3 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 5 SHEET E3.01.

N/A N/A N/A 6 3"
PROVIDE 3 CONDUIT WIDE BY 2 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 6 SHEET E3.01.

N/A N/A N/A 15 3"
PROVIDE 5 CONDUIT WIDE BY 3 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 7 SHEET E3.01.

N/A N/A N/A 4 3"
PROVIDE 2 CONDUIT WIDE BY 2 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 8 SHEET E3.01.

N/A N/A N/A 2 4"
CONDUITS FOR FUTURE OPTICAL FIBER/COMMUNICATIONS CABLING. PROVIDE ONE 4" CONDUIT
WITH PULL LINE AND ONE 4" CONDUIT WITH THREE 1" INNERDUCTS AND PULL LINES IN EACH.

N/A N/A N/A 1 4" CONDUIT FOR FUTURE OPTICAL FIBER/COMMUNICATIONS CABLING.  PROVIDE PULL LINE.
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F5

F6

F7

F8

F9

F10

HH
NEW HAND HOLE (PRIVATE ELECTRIC)
ITEM 607.3006

NEW HAND HOLE (STREET LIGHTING)
ITEM 607.3001

NEW FIBER HAND HOLE
ITEM 670.3006

ELECTRICAL SITE LEGEND

www.labellapc.com
300 STATE STREET
ROCHESTER, NY 14614
P: (585) 454-6110
F: (585) 454-3066

ISSUED FOR

Engineering
Architecture
Environmental
Planning

It is a violation of New York Education Law Article 145 Sec.7209, for any person,
unless acting under the direction of a licensed architect, professional engineer, or land
surveyor, to alter an item in any way. If an item bearing the seal of an architect,
engineer, or land surveyor is altered; the altering architect, engineer, or land surveyor
shall affix to the item their seal and notation "altered by" followed by their signature and
date of such alteration, and a specific description of the alteration.
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P-6

P-7
DOCK
POWERPOINT
SUBSTATION C

DOCK POWERPOINT
SUBSTATION B & PAD

TO NEW SERVICE PANEL
IN LINK BUILDING

DOCK POWERPOINT
SUBSTATION D & PAD

DOCK POWERPOINT
SUBSTATION A & PAD
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F1

F1
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NOTE: SEE E2.01 & E3.01 FOR
ADDITIONAL INFORMATION
REGARDING SUB-A & SUB-D
FEEDERS

E3.01

1

F1

F4

F4

F2

NOTE: SEE E2.01 & E3.01 FOR ADDITIONAL
INFORMATION REGARDING SUB-B & SUB-C
FEEDERS
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NOTE: SEE E2.01 FORADDITIONAL INFORMATIONREGARDING MARINE WASTEPUMPOUT STATION.
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F1

TYPICAL FOR
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HH

TYPICAL
F1

F3

F3

SPARE 2" UG
CONDUIT.

ENCASE

ENCASEENCASE

F3

F3

ENCASE

F3

ENCASE

ENCASE

INSTALL SALVAGED TYPE E1FIXTURE ON NEW BASE.S671.5901

NOTE: PAD-MOUNTED TRANSFORMER,
ASSOCIATED PAD/STRUCTURE, GROUNDING
AND BOLLARDS PROVIDED BY RG&E .

DETAIL ON
ME/5.07 #2

ENCASE

F3

ENCASE
SPARE 2" UG CONDUIT.
TO ISOLATION STRUCTURE.

FEEDER SCHEDULE

DESIGNATION
CONDUCTORS CONDUIT REMARKS

PHASE NEUTRAL GROUND QTY SIZE BOLLARD LTG CIRUITS

1 #10 1 #10 1 #10 1 1" SITE LGT MAIN FEED

3 #6 1 #6 1 #8 1 2" SITE LGT CKT

1 #6 1 #6 1 #8 1 2"

12-500MCM 4-500MCM 1 - 4/0 4 4" SEE E2.01 FOR ADDITIONAL INFORMATION.

N/A N/A N/A 12 3"
PROVIDE 4 CONDUIT WIDE BY 3 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 5 SHEET E3.01.

N/A N/A N/A 6 3"
PROVIDE 3 CONDUIT WIDE BY 2 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 6 SHEET E3.01.

N/A N/A N/A 15 3"
PROVIDE 5 CONDUIT WIDE BY 3 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 7 SHEET E3.01.

N/A N/A N/A 4 3"
PROVIDE 2 CONDUIT WIDE BY 2 CONDUIT TALL DUCTBANK FROM SUBSTATION & PENETRATE
RIVERWALL. CABLING PROVIDED BY DOCK CONTRACT. SEE DUCT BANK SECTION 8 SHEET E3.01.

N/A N/A N/A 2 4"
CONDUITS FOR FUTURE OPTICAL FIBER/COMMUNICATIONS CABLING. PROVIDE ONE 4" CONDUIT
WITH PULL LINE AND ONE 4" CONDUIT WITH THREE 1" INNERDUCTS AND PULL LINES IN EACH.

N/A N/A N/A 1 4" CONDUIT FOR FUTURE OPTICAL FIBER/COMMUNICATIONS CABLING.  PROVIDE PULL LINE.
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HH
NEW HAND HOLE (PRIVATE ELECTRIC)
ITEM 607.3006

NEW HAND HOLE (STREET LIGHTING)
ITEM 607.3001

NEW FIBER HAND HOLE
ITEM 670.3006

ELECTRICAL SITE LEGEND

www.labellapc.com
300 STATE STREET
ROCHESTER, NY 14614
P: (585) 454-6110
F: (585) 454-3066

ISSUED FOR

Engineering
Architecture
Environmental
Planning

It is a violation of New York Education Law Article 145 Sec.7209, for any person,
unless acting under the direction of a licensed architect, professional engineer, or land
surveyor, to alter an item in any way. If an item bearing the seal of an architect,
engineer, or land surveyor is altered; the altering architect, engineer, or land surveyor
shall affix to the item their seal and notation "altered by" followed by their signature and
date of such alteration, and a specific description of the alteration.
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LRP-2 (ETR) ELP-2 (ETR) DP-1 (ETR) EMDP-2
(ETR)

F

MCBDIST

MDP

UG CONDUITS TO PAD-MOUNTED TRANSFORMER.
SEE E1.01 FOR CONTINUATION.

PROVIDE
CONCRETE
HOUSEKEEPING
PAD.

UG CONDUITS TO SITE ELECTRICAL ITEMS.
SEE E1.01 AND E1.02 FOR CONTINUATION.

REROUTE EXISTING CONDUIT AND
EXTEND FEEDER TO LINK BUILDING
SERVICE. EXISTING UG FEED FROM TERMINAL BUILDING

SERVICE TO VUS-SOUTH . FIELD VERIFY
EXACT LOCATION.TO VUS-SOUTH

SEE E1.01 FOR
CONTINUATION.

UG CONDUIT TO SITE LIGHTING. SEE E1.01 &
E1.02 FOR CONTINUATION.

PROVIDE ASTRONOMICAL DIGITAL TIME
CLOCK SIMILAR TO TORK # Z-201 WALL
MOUNT ADJACENT TO LIGHTING
CONTACTOR.

CS

PROVIDE 30A, 6 POLE MECHANICALLY
HELD LIGHTING CONTACTOR CONTROL
VIA TIME CLOCK FOR LIGHTS
-'ON' 30 MINUTES BEFORE SUNSET
-'OFF' 30 MINUTES AFTER SUNRISE

3#10 & #10 GND.,
1" CONDUIT.

NOTE: PROVIDE THREE 30A IP
CIRCUIT BREAKERS IN EXISTING
SQ-D PANELBOARD

100A
3P
(ETR)

225A
3P
(ETR)

EMDP-2, 400A, 480/277V, 3PH-4W, 25kAIC
(LINK BLDG) (ETR)

T-4,75 KVA
480V DELTA PRI
200/120V, 3PH-4W
WYE SECONDARY
(ETR)

225A 3P
MCB (ETR)

ELVP-6B (ETR)

225A, 42CKT
208/120V

3P-4W

225A, 42CKT
208/120V

3P-4W

ELVP-6A

TVSS

4 #4/0 #4 GND., 2-1/2" C
(ETR)

3 #2 #8 GND.,
1-1/4" C (ETR)

ELP-2 (ETR)

225A, 42CKT
208/120V

3P-4W

4 #4/0 #6 GND.,
2-1/2" C (ETR)

225A
3P
(ETR)

225A
3P
(ETR)

EXISTING LOADS TO REMAIN EXISTING LOADS TO REMAIN

E

L

N G
GENERATOR 400KW,
480/277V AC
3 PHASE - 4 WIRE

800
3P

1200A
3P
(ETR)

EMDP, 1200A, 480/277V, 3PH-4W, 25kAIC (ETR)(TERMINAL BUILDING)

225A (FOUR
SPACES
3P (ETR)

(ETR)

(ETR)

400A
3P
(ETR)

225A
3P
(ETR)

150A
3P
(ETR)

400A
3P
(ETR)

400A
3P
(ETR)

225A
3P SPACE
(ETR)

EXISTING LOADS TO REMAIN

 (ETR)  (ETR)

DP-1, 225A, 480/277V, 3PH-4W, 25kAIC
(LINK BUILDING) (ETR)

ESC-2
(ETR)

 ESC-1
(ETR)

 ELEV (ETR)

1500A, 3P
MCB

MDP , 2000A, 480/277V, 3PH-4W, 25kAIC (CATS, CBP AND LINK)(TERMINAL BUILDING)

DISCONNECT EXISTING FEEDER AND
REMOVE EXISTING CONDUCTORS
(4-500MCM & #2 GND) CONDUIT MAY BE
ABANDONED IN PLACE.

DISCONNECT EXISTING FEEDER
AND REMOVE EXISTING
CONDUCTORS (3 #2/0 & #6
GND ) CONDUIT MAY BE
ABANDONED IN PLACE.

TO UTILITY
DISTRIBUTION

GRID

UTILITY METERING

MDP, 480/277V, 3PH-4W, 1600A (LINK BUILDING - MARINA)

225A
3P

400A
3P

400A
3P

DISCONNECT EXISTING FEEDER AND
REMOVE EXISTING CONDUCTORS (4
#4/0 & #4 GND ) CONDUIT MAY BE
ABANDONED IN PLACE.

4 #500MCM &
#2 GND., 4" C

4 #4/0 & #4 GND.,
3" C

60A
3P

TVSS

3 #6 &
#10 GND.,

1" C

3 #2/0 & #6
GND., 3" C

400A
2P

400A
2P

500A
2P

175A
3P

TWO 500MCM &
#2 GND., 3" C

PAD-MOUNTED UTILITY TRANSFORMER
MEDIUM VOLTAGE PRIMARY
480/227V SECONDARY

TWO SETS TWO #4/0
& #1 GND., 2" C

TWO SETS 2# 500 MCM
& #4/0 GND., 3" C

3 #3/0 & #6 GND.,
2" C

VUS - SOUTH
(ETR)

VUS - NORTH
(ETR)

(VESSEL UTILITY STATIONS)

DISCONNECT EXISTING FEEDER AND
REMOVE EXISTING CONDUCTORS
(4-500 MCM & #2 GND. ) CONDUIT
MAY BE ABANDONED IN PLACE.

400A
3P  (SPARE)

150A
3P

4 500 MCM &
#2 GND., 4" C

GND

EXTERIOR
GROUND ROD
TRIPLEX

WATER
SERVICE
MAIN
A/R

BUILDING
STEEL

4/0

4/0

2/0

GAS
SERVICE
MAIN
A/R

4/0

FOUR SETS
4-#500 MCM & #4/0 GND;
4" CONDUIT

TWO 5" CONDUITS
ENCASED IN CONCRETE

SUB - A SUB - B SUB - D

SUB - A
200 KVA
480V, 1PH
PRIMARY 120/240V,
1PH, 3W SECONDARY

SUB - B
200 KVA
480V, 1PH
PRIMARY 120/240V,
1PH, 3W SECONDARY

SUB - D
150 KVA
480V, 3PH
PRIMARY 208/120V,
3PH, 4W SECONDARY

H
H

NOTE: TERMINATE SUB-C
FEEDER IN MANHOLE
INDICATED ON SITE/CIVIL
PLANS FOR EXTENSION
UNDER SEPARATE
CONTRACT.

CKT B-5
 150A 2P

HH
P-4

T13 T11/T12

CKT B-6
200A 2P

HH
P-4

T10/T9 T8/T7

CKT B-7
100A 2P

T6/T5

CKT B-8
100A 2P

T4/T3

CKT B-9
100A 2P

T2/T1

CKT B-10
20A 1P

FIRE PEDESTALS

SUB - C

SUB - C
250 KVA
480V, 1PH
PRIMARY 240/120V,
1PH, 3W SECONDARY

NOTE: FURNISH SUB-C FOR
INSTALLATION UNDER
SEPARATE CONTRACT.

3 #2/0 & #6
GND., 2" C

2 #10 & #10
GND., 1" C

3 #2 & #8
GND., 2" C

3 #3/0 & #6
GND., 2" C

20A
3P

MARINE
WASTE

PUMPOUT
STATION

3 #10 &
#10 GND.,

1" C

30A 3P
NEMA 3R

MOUNT
ADJACENT

TO UNIT

www.labellapc.com
300 STATE STREET
ROCHESTER, NY 14614
P: (585) 454-6110
F: (585) 454-3066

ISSUED FOR

Engineering
Architecture
Environmental
Planning

It is a violation of New York Education Law Article 145 Sec.7209, for any person,
unless acting under the direction of a licensed architect, professional engineer, or land
surveyor, to alter an item in any way. If an item bearing the seal of an architect,
engineer, or land surveyor is altered; the altering architect, engineer, or land surveyor
shall affix to the item their seal and notation "altered by" followed by their signature and
date of such alteration, and a specific description of the alteration.
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NEW CONCRETE
LINTEL

REFER TO DETAILS

RE
FE

R 
TO

 D
ET

AI
LS

8"

8" TYP.

3- #6 BARS

DUCT BANK,
REFER TO DETAILS
4/E1.2 AND 5/E1.2

FOR SIZE OF OPENING
REQUIRED

EXIST. CONCRETE
FOUNDATION WALL

DRILL AND EPOXY
GROUT #4 DOWELS

@ 12" O.C.
INTO EXIST. WALL

6" MIN. TYP.

BOND BREAKER

3- #6 BARS

BOND BREAKER,
TYP. ALL AROUND

8"

RE
FE

R 
TO

 D
ET

AI
LS

DUCT BANK,
REFER TO DETAILS
4/E1.2 AND 5/E1.2
FOR SIZE OF OPENING
REQUIRED

NEW CONCRETE LINTEL

1'
-0

" T
YP

.

SHEET APPLIED WATERPROOFING
ALL AROUND

EXIST. FOUNDATION
WALL, TYP.

1" SAWCUT, TYP. 6"
 T

YP
.

2'-0" MIN., TYP.1" SAWCUT, TYP.

DRILL AND EPOXY
GROUT #4 DOWELS
@ 12" O.C.
INTO EXIST. WALL
6" MIN. TYP.

FINAL GRADE

WARNING MARKER OVER ENTIRE LENGTH

ENCASE CONDUITS (3" MIN ALL SIDES) IN CONCRETE
CONCRETE PAY LIMIT:
6" MAX ALL SIDE

18"

T.O.C.

36" MIN.

SAW CUT ACROSS EXISTING DRIVEWAYS, SIDEWALKS AND PARKING LOT.

RESTORE SURFACE TO ORIGINAL
CONDITION.

COMPACTED, SELECT
BACKFILL

REBAR PLACEMENT STRAP

CONDUIT CRADLES

CONDUITS - 3" PVC (TYP OF 9)

UNDISTURBED EARTH

A D

B

SPC

F2

B FO

C

#5 REBAR
12" MAX SPACING

EACH DIRECTION (TYP)

FINAL GRADE

WARNING MARKER OVER ENTIRE LENGTH

ENCASE CONDUITS (3" MIN ALL SIDES) IN CONCRETE
CONCRETE PAY LIMIT:
6" MAX ALL SIDE

18"

T.O.C.

36" MIN.

SAW CUT ACROSS EXISTING DRIVEWAYS, SIDEWALKS AND PARKING LOT.

RESTORE SURFACE TO ORIGINAL
CONDITION.

COMPACTED, SELECT
BACKFILL

REBAR PLACEMENT STRAP

CONDUIT CRADLES

CONDUITS - 3" PVC (TYP OF 6)

UNDISTURBED EARTH
C

B F2B

FOC

#5 REBAR
12" MAX SPACING

EACH DIRECTION (TYP)

FINAL GRADE

WARNING MARKER OVER ENTIRE LENGTH

ENCASE CONDUITS (3" MIN ALL SIDES) IN CONCRETE
CONCRETE PAY LIMIT:
6" MAX ALL SIDE

18"

T.O.C.

36" MIN.

SAW CUT ACROSS EXISTING DRIVEWAYS, SIDEWALKS AND PARKING LOT.
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unless acting under the direction of a licensed architect, professional engineer, or land
surveyor, to alter an item in any way. If an item bearing the seal of an architect,
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shall affix to the item their seal and notation "altered by" followed by their signature and
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